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Re: DRC2013-00021 KRAUSE, Coastal E-Referral, MUP in Cambria   
Charles Riha  to: Cody Scheel 11/01/2013 01:19 PM

Cc: Cheryl Journey, Stephen Hicks

Cody,

These are the Building Division Comments to be incorporated into the Conditions.  Please call me if you 
have any questions.

Comments from Building Division:

1.  All plans and engineering shall be prepared by a California Licensed Architect of Record unless 
exempted by the Business and Professions Code.

2.  The project is subject to a construction permit as well as the currently adopted California Codes.

3.  The project may require a full soils report for the design of all building foundations at the time of 
construction permit application submittal.

4.  Whether or not a grading permit is required, the project shall conform to the "National Pollutant 
Discharge Elimination System" storm water management program regulations.

5.  A fire sprinkler system will be required.  

Charles Riha, Plans Examiner III

976 Osos Street, Room 200
San Luis Obispo, Ca  93408
805-781-5630
http://www.sloplanning.org
http://www.facebook.com/SLOPlanning
http://twitter.com/SLOCoPlanning
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Established 1887

J. Steven Bitto Fire Prevention Onicer

2850 Burton Drive • Cambria, CA. 93428

Phone: (805) 927-(5240 • Fax: (805) 927 -()212 • Email: sbitto@cambriacsd.org

FIRE PLAN REVIEW

Department of Planning & Building

County Government Center

San Luis Obispo, CA 93408

Date: Dec. 2, 2013 *This Project Requires Water Letter - No

Building owners Name: David Krause

Project Address: 2706 Newton Rd.

Project type: New 2 car garage with 2nd story

Building Permit Number: Pending

APN# 023-235-046

Square Footage of Existing Structure: Approx. 800

Square Foot of Proposed Addition: N/A

Sprinkler System required: Yes

24-hour supervised monitored system required: No, if under 70 heads

Nearest Fire Hydrant: 125 feet

Driveway Access Ok Turnarounds required: No

Comments: This structure is located in a High Cal·Fire Wildland Severity Zone and a High
CCSD FDWildland Fire Risk Zone.

Conditions of approval: See attached

1. Steven Bitto

Fire Prevention Officer

".lutomafic Fire Sprinklers Save Lives!"
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